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Administrative Compliance Order 

AES-PR Coal Fired Power Plant 

Docket Number CWA-02-2015-3102 

 

 

 

AES Puerto Rico, LP (AES-PR) is hereby submitting to the United States Environmental 

Protection Agency (USEPA) this Quarterly Progress Report (QPR) in accordance with Provision 

77 of the Administrative Compliance Order (ACO) , Docket Number CWA-02-2015-3102.  

                                 

Milestones and Activities 
 

 

This reporting period covers the actions taken from April 1, 2016 to June 30, 2016.  During this 

reporting period AES-PR completed a number of actions towards meeting the Provisions of this 

ACO, including: 

 

1- Ordered Provision 68 - Upon the Effective Date of this Order and for a period of 

one year, Respondent shall conduct benchmark monitoring and analyze samples 

according to Part 6.1.3 (measurable storm event), Part 6.1.4 (sample type), Part 

6.1.5 (adverse weather condition), Part 6.1.7 (monitoring periods), Part 6.2.1.1 

(applicability of benchmark monitoring), Part 6.2.1.2 (benchmark monitoring 

schedule), Part 8.O.7 (sector-specific benchmark for steam electric power 

generating facilities) and Part 8.Q.6 (sector-specific for water transportation) of the 

MSGP. Also, Respondent shall: 

a. monitor at least once at the permanent sampling points 001, 002, 

and 003 (SP-001, SP-002, and SP-003, respectively) in each of the 

following 3-month intervals: January 1 – March 31; April 1 – June 

30; July 1 – September 30; and October 1 – December 31; 

b. analyze the samples for total aluminum, total iron, total lead and 

total zinc; 

c. document monitoring activities and laboratory reports for each 

sampling point; and 

d. prepare MDMR forms within thirty (30) days of receiving the 

laboratory results. Respondent shall use the MDMR available at the 

EPA’s web site at http://water.epa.gov/polwaste/npdes/stormwater/. 
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AES-PR personnel monitored permanent sampling points 001, 002, and 003 during April 

1 – June 30, 2016.  Samples were analyzed for total aluminum, total iron, total lead and 

total zinc.  Laboratory reports for sampling points were received on April 21, 2016 

(Attachment 1). 

 

2- Benchmark Monitoring Results 

 

The Q2-2016 benchmark monitoring results for the three storm water outfalls are 

summarized in the tables and graphs included in Attachment 2.   

Monitoring results for sampling point 001 indicate a decrease in storm water aluminum 

and iron concentrations.  Storm water monitoring parameters were all below benchmark 

value during this monitoring period. 

At sampling point 002, monitoring results showed a reduction in aluminum and iron 

concentration compared to the first quarter.  Results indicated that aluminum and iron 

concentrations in samples were above benchmark values. Corrective actions were 

completed in order to comply with part 6.2.1 of the MSGP 2015.  The selection, design, 

installation, and implementation of control measures were reviewed and evaluated in the 

field.   

As a corrective action, the wash station exit road located east of the limestone dome and 

other selected plant road areas were improved with asphalt. Also, a segment of the south 

plant road entrance was paved in order to eliminate the erosion potential from that area.  

In addition, the rip rap located at the south side of the facility (Gate #3, close to sampling 

point 002) was improved.    

Stormwater monitoring parameters at sampling point 003 were all below benchmark 

value during this monitoring period. Results indicated that the control measures have 

been working effectively and that no BMP modifications are necessary for that drainage 

area.     
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3- Additional Actions Taken 

 

AES-PR is submitting with this QPR the compliance activities completed during this 

period (Attachment 3).  It includes visual inspections and monitoring activities 

conducted for all plant storm water outfalls.  Inspection results were documented and 

records kept with the Stormwater Pollution Prevention Plan.  All the routine site 

inspections and corrective actions for the April 1, 2016 to June 30, 2016 period were 

completed, documented and are being submitted with this report.   

 

4- Activities for Next Reporting Period 

 

During the next reporting period, AES will continue conducting benchmark monitoring 

and sampling as required in AOC provision 68.  
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ATTACHMENT 1 

Discharge Monitoring Report 



DMR Copy of Record

Permit

Permit #: PRR053093 Permittee: AES PUERTO RICO, LP Facility: AES PUERTO RICO, L.P.

Major: No Permittee Address: Road #3 km. 142 Jobos Ward 
Guayama, PR 00784

Facility Location: ROAD #3 KM. 142 JOBOS WARD
GUAYAMA, PR 00784

Permitted Feature: 001
External Outfall

Discharge:  001-O1
Steam Electric Generating Facilities

   

Report Dates & Status

Monitoring Period: From 04/01/16 to 06/30/16 DMR Due Date: 07/31/16 Status: NetDMR Validated

Considerations for Form Completion

 

Principal Executive Officer

First Name: Manuel Title: Plant Manager Telephone: 787-866-8117

Last Name: Mata

No Data Indicator (NODI)

Form NODI: --

Parameter Monitoring Location Season # Param. NODI   Quantity or Loading Quality or Concentration # of Ex. Frequency of Analysis Sample Type

Code Name Qualifier 1 Value 1 Qualifier 2 Value 2 Units Qualifier 1 Value 1 Qualifier 2 Value 2 Qualifier 3 Value 3 Units

01045 Iron, total [as Fe] 1 - Effluent Gross 0 --

Sample                   = 0.733 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= 1 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

Submission Note

If a parameter row does not contain any values for the Sample nor Effluent Trading, then none of the following fields will be submitted for that row: Units, Number of Excursions, Frequency of Analysis, and
Sample Type.

Edit Check Errors

No errors.

Comments

 

Attachments
No attachments.

Report Last Saved By

AES PUERTO RICO, LP

User: pedro.labayen@aes.com Date/Time: 2016-05-23  09:18   (Time Zone: -04:00)

Name: Pedro    Labayen  

E-Mail: pedro.labayen@aes.com  



DMR Copy of Record

Permit

Permit #: PRR053093 Permittee: AES PUERTO RICO, LP Facility: AES PUERTO RICO, L.P.

Major: No Permittee Address: Road #3 km. 142 Jobos Ward 
Guayama, PR 00784

Facility Location: ROAD #3 KM. 142 JOBOS WARD
GUAYAMA, PR 00784

Permitted Feature: 001
External Outfall

Discharge:  001-Q1
Water Transportation Facilities

   

Report Dates & Status

Monitoring Period: From 04/01/16 to 06/30/16 DMR Due Date: 07/31/16 Status: NetDMR Validated

Considerations for Form Completion

 

Principal Executive Officer

First Name: Manuel Title: Plant Manager Telephone: 787-866-8117

Last Name: Mata

No Data Indicator (NODI)

Form NODI: --

Parameter Monitoring Location Season # Param. NODI   Quantity or Loading Quality or Concentration # of Ex. Frequency of Analysis Sample Type

Code Name Qualifier 1 Value 1 Qualifier 2 Value 2 Units Qualifier 1 Value 1 Qualifier 2 Value 2 Qualifier 3 Value 3 Units

01045 Iron, total [as Fe] 1 - Effluent Gross 0 --

Sample                   = 0.733 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= 1 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

01051 Lead, total [as Pb] 1 - Effluent Gross 0 --

Sample                   < 0.002 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= .21 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

01092 Zinc, total [as Zn] 1 - Effluent Gross 0 --

Sample                   = 90 28 - ug/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= 90 MAXIMUM 28 - ug/L 01/90 - Quarterly GR - GRAB

Value NODI                            

01105 Aluminum, total [as Al] 1 - Effluent Gross 0 --

Sample                   = 0.682 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= .75 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

Submission Note

If a parameter row does not contain any values for the Sample nor Effluent Trading, then none of the following fields will be submitted for that row: Units, Number of Excursions, Frequency of Analysis, and Sample
Type.

Edit Check Errors

No errors.

Comments

 

Attachments
No attachments.

Report Last Saved By

AES PUERTO RICO, LP

User: pedro.labayen@aes.com Date/Time: 2016-05-23  09:20   (Time Zone: -04:00)

Name: Pedro    Labayen  

E-Mail: pedro.labayen@aes.com  







DMR Copy of Record

Permit

Permit #: PRR053093 Permittee: AES PUERTO RICO, LP Facility: AES PUERTO RICO, L.P.

Major: No Permittee Address: Road #3 km. 142 Jobos Ward 
Guayama, PR 00784

Facility Location: ROAD #3 KM. 142 JOBOS WARD
GUAYAMA, PR 00784

Permitted Feature: 002
External Outfall

Discharge:  002-O1
Steam Electric Generating Facilities

   

Report Dates & Status

Monitoring Period: From 04/01/16 to 06/30/16 DMR Due Date: 07/31/16 Status: NetDMR Validated

Considerations for Form Completion

 

Principal Executive Officer

First Name: Manuel Title: Plant Manager Telephone: 787-866-8117

Last Name: Mata

No Data Indicator (NODI)

Form NODI: --

Parameter Monitoring Location Season # Param. NODI   Quantity or Loading Quality or Concentration # of Ex. Frequency of Analysis Sample Type

Code Name Qualifier 1 Value 1 Qualifier 2 Value 2 Units Qualifier 1 Value 1 Qualifier 2 Value 2 Qualifier 3 Value 3 Units

 01045X Iron, total [as Fe] 1 - Effluent Gross 0 --

Sample                   = 4.69 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= 1 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

Submission Note

If a parameter row does not contain any values for the Sample nor Effluent Trading, then none of the following fields will be submitted for that row: Units, Number of Excursions, Frequency of Analysis, and Sample
Type.

Edit Check Errors

Parameter
Monitoring Location Field Type Description Acknowledge

Code Name

01045 Iron, total [as Fe] 1 - Effluent Gross Quality or Concentration Sample Value 3 Soft The provided sample value is outside the permit limit. (Error Code: 1) Yes

Comments

 

Attachments
No attachments.

Report Last Saved By

AES PUERTO RICO, LP

User: pedro.labayen@aes.com Date/Time: 2016-05-23  09:27   (Time Zone: -04:00)

Name: Pedro    Labayen  

E-Mail: pedro.labayen@aes.com  



DMR Copy of Record

Permit

Permit #: PRR053093 Permittee: AES PUERTO RICO, LP Facility: AES PUERTO RICO, L.P.

Major: No Permittee Address: Road #3 km. 142 Jobos Ward 
Guayama, PR 00784

Facility Location: ROAD #3 KM. 142 JOBOS WARD
GUAYAMA, PR 00784

Permitted Feature: 002
External Outfall

Discharge:  002-Q1
Water Transportation Facilities

   

Report Dates & Status

Monitoring Period: From 04/01/16 to 06/30/16 DMR Due Date: 07/31/16 Status: NetDMR Validated

Considerations for Form Completion

 

Principal Executive Officer

First Name: Manuel Title: Plant Manager Telephone: 787-866-8117

Last Name: Mata

No Data Indicator (NODI)

Form NODI: --

Parameter Monitoring Location Season # Param. NODI   Quantity or Loading Quality or Concentration # of Ex. Frequency of Analysis Sample Type

Code Name Qualifier 1 Value 1 Qualifier 2 Value 2 Units Qualifier 1 Value 1 Qualifier 2 Value 2 Qualifier 3 Value 3 Units

 01045X Iron, total [as Fe] 1 - Effluent Gross 0 --

Sample                   = 4.69 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= 1 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

01051 Lead, total [as Pb] 1 - Effluent Gross 0 --

Sample                   < 0.002 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= .21 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

01092 Zinc, total [as Zn] 1 - Effluent Gross 0 --

Sample                   = 64 28 - ug/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= 90 MAXIMUM 28 - ug/L 01/90 - Quarterly GR - GRAB

Value NODI                            

 01105X Aluminum, total [as Al] 1 - Effluent Gross 0 --

Sample                   = 8.3 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= .75 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

Submission Note

If a parameter row does not contain any values for the Sample nor Effluent Trading, then none of the following fields will be submitted for that row: Units, Number of Excursions, Frequency of Analysis, and Sample Type.

Edit Check Errors

Parameter
Monitoring Location Field Type Description Acknowledge

Code Name

01045 Iron, total [as Fe] 1 - Effluent Gross Quality or Concentration Sample Value 3 Soft The provided sample value is outside the permit limit. (Error Code: 1) Yes

01105 Aluminum, total [as Al] 1 - Effluent Gross Quality or Concentration Sample Value 3 Soft The provided sample value is outside the permit limit. (Error Code: 1) Yes

Comments

 

Attachments
No attachments.

Report Last Saved By

AES PUERTO RICO, LP

User: pedro.labayen@aes.com Date/Time: 2016-05-23  09:29   (Time Zone: -04:00)

Name: Pedro    Labayen  

E-Mail: pedro.labayen@aes.com  







DMR Copy of Record

Permit

Permit #: PRR053093 Permittee: AES PUERTO RICO, LP Facility: AES PUERTO RICO, L.P.

Major: No Permittee Address: Road #3 km. 142 Jobos Ward 
Guayama, PR 00784

Facility Location: ROAD #3 KM. 142 JOBOS WARD
GUAYAMA, PR 00784

Permitted Feature: 003
External Outfall

Discharge:  003-O1
Steam Electric Generating Facilities

   

Report Dates & Status

Monitoring Period: From 04/01/16 to 06/30/16 DMR Due Date: 07/31/16 Status: NetDMR Validated

Considerations for Form Completion

 

Principal Executive Officer

First Name: Manuel Title: Plant Manager Telephone: 787-866-8117

Last Name: Mata

No Data Indicator (NODI)

Form NODI: --

Parameter Monitoring Location Season # Param. NODI   Quantity or Loading Quality or Concentration # of Ex. Frequency of Analysis Sample Type

Code Name Qualifier 1 Value 1 Qualifier 2 Value 2 Units Qualifier 1 Value 1 Qualifier 2 Value 2 Qualifier 3 Value 3 Units

01045 Iron, total [as Fe] 1 - Effluent Gross 0 --

Sample                   = 0.186 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= 1 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

Submission Note

If a parameter row does not contain any values for the Sample nor Effluent Trading, then none of the following fields will be submitted for that row: Units, Number of Excursions, Frequency of Analysis, and
Sample Type.

Edit Check Errors

No errors.

Comments

 

Attachments
No attachments.

Report Last Saved By

AES PUERTO RICO, LP

User: pedro.labayen@aes.com Date/Time: 2016-05-23  09:31   (Time Zone: -04:00)

Name: Pedro    Labayen  

E-Mail: pedro.labayen@aes.com  



DMR Copy of Record

Permit

Permit #: PRR053093 Permittee: AES PUERTO RICO, LP Facility: AES PUERTO RICO, L.P.

Major: No Permittee Address: Road #3 km. 142 Jobos Ward 
Guayama, PR 00784

Facility Location: ROAD #3 KM. 142 JOBOS WARD
GUAYAMA, PR 00784

Permitted Feature: 003
External Outfall

Discharge:  003-Q1
Water Transportation Facilities

   

Report Dates & Status

Monitoring Period: From 04/01/16 to 06/30/16 DMR Due Date: 07/31/16 Status: NetDMR Validated

Considerations for Form Completion

 

Principal Executive Officer

First Name: Manuel Title: Plant Manager Telephone: 787-866-8117

Last Name: Mata

No Data Indicator (NODI)

Form NODI: --

Parameter Monitoring Location Season # Param. NODI   Quantity or Loading Quality or Concentration # of Ex. Frequency of Analysis Sample Type

Code Name Qualifier 1 Value 1 Qualifier 2 Value 2 Units Qualifier 1 Value 1 Qualifier 2 Value 2 Qualifier 3 Value 3 Units

01045 Iron, total [as Fe] 1 - Effluent Gross 0 --

Sample                   = 0.186 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= 1 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

01051 Lead, total [as Pb] 1 - Effluent Gross 0 --

Sample                   < 0.002 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= .21 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

01092 Zinc, total [as Zn] 1 - Effluent Gross 0 --

Sample                   = 36 28 - ug/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= 90 MAXIMUM 28 - ug/L 01/90 - Quarterly GR - GRAB

Value NODI                            

01105 Aluminum, total [as Al] 1 - Effluent Gross 0 --

Sample                   = 0.205 19 - mg/L

 

01/90 - Quarterly GR - GRAB

Permit Req.                   <= .75 MAXIMUM 19 - mg/L 01/90 - Quarterly GR - GRAB

Value NODI                            

Submission Note

If a parameter row does not contain any values for the Sample nor Effluent Trading, then none of the following fields will be submitted for that row: Units, Number of Excursions, Frequency of Analysis, and Sample
Type.

Edit Check Errors

No errors.

Comments

 

Attachments
No attachments.

Report Last Saved By

AES PUERTO RICO, LP

User: pedro.labayen@aes.com Date/Time: 2016-05-23  09:32   (Time Zone: -04:00)

Name: Pedro    Labayen  

E-Mail: pedro.labayen@aes.com  
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ATTACHMENT 2 

Summary of Benchmark Monitoring 
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AES Puerto Rico, L.P. 

Benchmark Monitoring Results Summary 

 

Quarter Period 

Outfall 001 Outfall 002 Outfall 003 

Total Fe  
(mg/l) 

Total Al  
(mg/l) 

Total Pb  
(mg/l) 

Total Zn  
(mg/l) 

Total Fe  
(mg/l) 

Total Al  
(mg/l) 

Total Pb  
(mg/l) 

Total Zn  
(mg/l) 

Total Fe  
(mg/l) 

Total Al  
(mg/l) 

Total Pb  
(mg/l) 

Total Zn  
(mg/l) 

3 JUL-SEP 2015 
0.755 0.684 0.008 0.161 0.034 0.05 0.021 0.009 0.452 0.405 0.017 0.041 

4 OCT-DEC 2015 
0.232 0.496 0.002 0.024 0.292 0.459 0.002 0.012 0.682 1.33 0.002 0.028 

1 ENE-MAR 2016 
1.18 1.52 0.002 0.089 14.0 17.1 0.005 0.113 0.305 0.208 0.002 0.022 

2 APR-JUN 2016 
0.733 0.682 0.002 0.09 4.69 8.3 0.002 0.064 0.186 0.205 0.002 0.036 

Quarterly  AVERAGE 0.725 0.846 0.004 0.091 4.754 6.477 0.008 0.050 0.41 0.54 0.01 0.03 

Benchmark  Concentration 1.0 0.75 0.262 0.260 1.0 0.75 0.262 0.260 1.0 0.75 0.262 0.260 

              ND = No Discharge 
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ATTACHMENT 3 

Routine Inspections, Visual Inspections and 

Corrective Actions  



AES Puerto Rico, LP 
Storm Water Pollution Prevention Plan 

Storm Water Industrial Routine Facility Inspection Form                                 Worksheet No. 4 

General Information 

Facility Name AES Puerto Rico, LP 

NPDES Tracking No. PRR053093 

Date of Inspection May 26, 2016 Start/End Time 8:15 am / 11:30 am 

Inspector’s Name(s) Pedro E. Labayen 

Inspector’s Title(s) Stormwater Compliance Coordinator 

Inspector’s Contact Information (787) 866-8117 ext. 2215 

Inspector’s Qualifications Professional Engineer 

Weather Information 

Weather at time of this inspection? 

 Clear      Cloudy       Rain       Sleet       Fog      High Winds     

 Other:  Wind 17 mph                                                                                           Temperature:  82
o
F        

 

Have any previously unidentified discharges of pollutants occurred since the last inspection?   Yes    No 

If yes, describe:  

 

Are there any discharges occurring at the time of inspection? Yes    No 

If yes, describe:  

 

 

Control Measures 

 Number the structural stormwater control measures identified in your SWPPP on your site map and list them below (add as many 

control measures as are implemented on-site). Carry a copy of the numbered site map with you during your inspections.  This list 

will ensure that you are inspecting all required control measures at your facility. 

 Describe corrective actions initiated, date completed, and note the person that completed the work in the Corrective Action Log.  

 

ID. 

Structural Control 

Measure 

Control 

Measure is 

Operating 

Effectively? 

If No, In Need of 

Maintenance, 

Repair, or 

Replacement? 

Corrective Action Needed and Notes 

(identify needed maintenance and repairs, or any 

failed control measures that need replacement) 

Run-on Control (Northeast Area) 

01 Earth berm Yes  No 
 Maintenance 

 Repair 

 Replacement 

 

02 Concrete wall Yes  No 
 Maintenance 

 Repair 

 Replacement 

 

03 Rip rap Yes  No 
 Maintenance 

 Repair 

 Replacement 

 

04 Concrete swale Yes  No 
 Maintenance 

 Repair 

 Replacement 

 

05 Run-on inlet grate Yes  No 
 Maintenance 

 Repair 

 Replacement 

 

06 
Polymer secondary 

containment 
Yes  No 

 Maintenance 

 Repair 

 Replacement 

 

 



AES Puerto Rico, LP 
Storm Water Pollution Prevention Plan 

ID. 

Structural Control 

Measure 

Control 

Measure is 

Operating 

Effectively? 

If No, In Need of 

Maintenance, 

Repair, or 

Replacement? 

Corrective Action Needed and Notes 

(identify needed maintenance and repairs, or any 

failed control measures that need replacement) 

Firewater Pump station Area 

07 
Diesel tank secondary 

containment 
Yes  No 

 Maintenance 

 Repair 

 Replacement  

08 Oil / Water Separator Yes  No 
 Maintenance 

 Repair 

 Replacement  

East Access Road Area 

09 Concrete channel Yes  No 
 Maintenance 

 Repair 

 Replacement  

10 Low wall Yes  No 
 Maintenance 

 Repair 

 Replacement  

11 
Concrete swale next to 

switch yard 
Yes  No 

 Maintenance 

 Repair 

 Replacement  

Liquid Urea Storage Area 

12 Low wall Yes  No 
 Maintenance 

 Repair 

 Replacement  

13 Slope liner Yes  No 
 Maintenance 

 Repair 

 Replacement  

14 
Truck secondary 

containment 
Yes  No 

 Maintenance 

 Repair 

 Replacement  

15 
Tank secondary 

containment 
Yes  No 

 Maintenance 

 Repair 

 Replacement  

16 Concrete berm Yes  No 
 Maintenance 

 Repair 

 Replacement  

17 
Concrete channel culvert 

inlet 
Yes  No 

 Maintenance 

 Repair 

 Replacement  

Oil Drums Storage 

18 
Covered secondary 

containment  
Yes  No  

 Maintenance 

 Repair 

 Replacement  

Ash Silos- spout 

19 Ash silos Yes  No  
 Maintenance 

 Repair 

 Replacement 

 

20 Spout connection Yes  No  
 Maintenance 

 Repair 

 Replacement 

 

21 Water spray nozzles Yes  No  
 Maintenance 

 Repair 

 Replacement 

 



AES Puerto Rico, LP 
Storm Water Pollution Prevention Plan 

ID. 

Structural Control 

Measure 

Control 

Measure is 

Operating 

Effectively? 

If No, In Need of 

Maintenance, 

Repair, or 

Replacement? 

Corrective Action Needed and Notes 

(identify needed maintenance and repairs, or any 

failed control measures that need replacement) 

22 Water hose Yes  No 
 Maintenance 

 Repair 

 Replacement  

Diesel Fuel Storage 

23 
Tank truck secondary 

containment 
Yes  No  

 Maintenance 

 Repair 

 Replacement 
 

24 
Tanks secondary 

containment 
Yes  No  

 Maintenance 

 Repair 

 Replacement 
A joint from a segment of the ash wetting pipe located 

inside the secondary containment should be repaired.  

25 
Drip pans for vehicle / 

equipment fueling 
Yes  No  

 Maintenance 

 Repair 

 Replacement  

AGREMAX Stockpile 

26 Gabion wall Yes  No  
 Maintenance 

 Repair 

 Replacement  

27 10 feet buffer zone Yes  No  
 Maintenance 

 Repair 

 Replacement  

28 Low wall Yes  No  
 Maintenance 

 Repair 

 Replacement  

32 Covered conveyors Yes  No  
 Maintenance 

 Repair 

 Replacement  

35 Wheel wash Yes  No  
 Maintenance 

 Repair 

 Replacement 
Wheel washer exit road and other selected areas were 

restored with asphalt.     

37 Concrete channel Yes  No  
 Maintenance 

 Repair 

 Replacement  

Gate #3 

39 Road grating (2) Yes  No  
 Maintenance 

 Repair 

 Replacement  

40 Curb Yes  No  
 Maintenance 

 Repair 

 Replacement  

41 Curb riprap Yes  No  
 Maintenance 

 Repair 

 Replacement 
The rip rap was restored with new gabion stones.  

Also, a new liner was installed on the improved area.    

42 Slope liner Yes  No  
 Maintenance 

 Repair 

 Replacement  

43 Outfall riprap Yes  No  
 Maintenance 

 Repair 

 Replacement  
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Storm Water Pollution Prevention Plan 

ID. 

Structural Control 

Measure 

Control 

Measure is 

Operating 

Effectively? 

If No, In Need of 

Maintenance, 

Repair, or 

Replacement? 

Corrective Action Needed and Notes 

(identify needed maintenance and repairs, or any 

failed control measures that need replacement) 

44 Sampling Point Outfall 002 Yes  No  
 Maintenance 

 Repair 

 Replacement 
 

45 Concrete wall Yes  No  
 Maintenance 

 Repair 

 Replacement  

AGREMAX Stockpile Perimeter Road 

48 Gravel cover Yes  No  
 Maintenance 

 Repair 

 Replacement  

49 Concrete channel Yes  No  
 Maintenance 

 Repair 

 Replacement  

50 Low wall Yes  No  
 Maintenance 

 Repair 

 Replacement  

51 Run on outfall Yes  No  
 Maintenance 

 Repair 

 Replacement  

Coal Stockpile 

52 Runoff pond Yes  No  
 Maintenance 

 Repair 

 Replacement  

53 Super silt fence Yes  No  
 Maintenance 

 Repair 

 Replacement  

54 Sediment trap Yes  No  
 Maintenance 

 Repair 

 Replacement  

55 Concrete swale Yes  No  
 Maintenance 

 Repair 

 Replacement  

56 Wheel washer  Yes  No  
 Maintenance 

 Repair 

 Replacement  

57 
Riprap in channel and 

slopes 
Yes  No  

 Maintenance 

 Repair 

 Replacement  

Heavy Equipment Maintenance Shop 

61 Floor grating Yes  No  
 Maintenance 

 Repair 

 Replacement  

62 Oil / Water Separator Yes  No  
 Maintenance 

 Repair 

 Replacement 

The floor water drainage system must be cleaned. A 
notification to the maintenance personnel was made in order 

to coordinate the work.    

Notification #: 1000459145 

63 

Used oil storage tank and 

drums secondary 

containment 

Yes  No  
 Maintenance 

 Repair 

 Replacement  

64 
Recyclable metals roll-off 

container cover 
Yes  No 

 Maintenance 

 Repair 

 Replacement  No containers available at this time. 
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ID. 

Structural Control 

Measure 

Control 

Measure is 

Operating 

Effectively? 

If No, In Need of 

Maintenance, 

Repair, or 

Replacement? 

Corrective Action Needed and Notes 

(identify needed maintenance and repairs, or any 

failed control measures that need replacement) 

Warehouse / Urea Storage Building 

65 Access road gravel cover Yes  No  
 Maintenance 

 Repair 

 Replacement  

66 Earthen berm on west side Yes  No  
 Maintenance 

 Repair 

 Replacement  

67 Low wall on north side Yes  No  
 Maintenance 

 Repair 

 Replacement  

68 Trapezoidal swale Yes  No  
 Maintenance 

 Repair 

 Replacement  

Open Area West of Cooling Tower 

69 Gravel cover Yes  No 
 Maintenance 

 Repair 

 Replacement  

70 Slope liners Yes  No 
 Maintenance 

 Repair 

 Replacement  

Cooling Tower 

71 
Secondary containment 

dike 
Yes  No 

 Maintenance 

 Repair 

 Replacement 

 

Water Treatment 

72 
Sludge roll- off container  

inside clean grating 
Yes  No  

 Maintenance 

 Repair 

 Replacement 

The concrete berm used to divert stormwater toward grating 
was damaged. A notification (#10004549146) was made in 

order to coordinate the work.   

73 
Soda ash silo secondary 

containment 
Yes  No  

 Maintenance 

 Repair 

 Replacement 

 

74 

Acid / caustic tank truck 

unloading secondary 

containment 

Yes  No  
 Maintenance 

 Repair 

 Replacement 

 

Access Road West of Power Plant 

75 Catch basin inserts Yes  No  
 Maintenance 

 Repair 

 Replacement 

 

76 Curb inlet Yes  No  
 Maintenance 

 Repair 

 Replacement 

 

77 
Concrete berm w/ shallow 

gutter and curb inlet 
Yes  No  

 Maintenance 

 Repair 

 Replacement 

 

78 
Mercury control chemicals 

covered storage dike 
Yes  No  

 Maintenance 

 Repair 

 Replacement 

 

 

 

 

Storm Water Runoff Pond 

80 Concrete weir Yes  No 
 Maintenance 

 Repair 

 Replacement 
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ID. 

Structural Control 

Measure 

Control 

Measure is 

Operating 

Effectively? 

If No, In Need of 

Maintenance, 

Repair, or 

Replacement? 

Corrective Action Needed and Notes 

(identify needed maintenance and repairs, or any 

failed control measures that need replacement) 

81 Riprap channel Yes  No  
 Maintenance 

 Repair 

 Replacement  

82 
Sediment accumulation 

control 
Yes  No  

 Maintenance 

 Repair 

 Replacement  

83 
Chemicals secondary 

containment 
Yes  No  

 Maintenance 

 Repair 

 Replacement  

Road North of Coal Pile Runoff Pond 

85 Coal pile runoff pond Yes  No  
 Maintenance 

 Repair 

 Replacement  

86 Low wall Yes  No  
 Maintenance 

 Repair 

 Replacement  

87 
Riprap in channel and 

slopes 
Yes  No  

 Maintenance 

 Repair 

 Replacement  

88 Concrete wall Yes  No  
 Maintenance 

 Repair 

 Replacement  

89 Concrete beam Yes  No  
 Maintenance 

 Repair 

 Replacement  

90 Box culvert Yes  No  
 Maintenance 

 Repair 

 Replacement  

91 Sampling Point Outfall 003 Yes  No  
 Maintenance 

 Repair 

 Replacement 

The automatic sampler water sensor was damaged.  The sun 

keeper and the water sensor cable must be replaced. A 
notification was made. Notification: #1000461154.  

Marine Dock 

92 Collection manifold Yes  No 
 Maintenance 

 Repair 

 Replacement  

93 
Pier secondary 

containment 
Yes  No  

 Maintenance 

 Repair 

 Replacement  

94 Sampling Point Outfall 001 Yes  No  
 Maintenance 

 Repair 

 Replacement  

95 Conveyor TCI Yes  No  
 Maintenance 

 Repair 

 Replacement  

 



AES Puerto Rico, LP 
Storm Water Pollution Prevention Plan 

Areas of Industrial Materials or Activities exposed to stormwater 

Below are some general areas that should be assessed during routine inspections.  Customize this list as needed for the specific 

types of industrial materials or activities at your facility. 

 

 Area/Activity Controls Adequate 

(appropriate, effective, 

and operating)? 

Corrective Action Needed or Completed and 

Notes 

 

1 

Material loading/unloading and 

storage areas (Agremax, limestone, 

coal storage) 

Yes  No   N/A 
 

2 

Heavy equipment operations and 

maintenance areas 

 

Yes  No   N/A 
 

3 

Fueling areas (heavy equipment 

fueling and storage tank 

unloading) 

Yes  No   N/A 
 

4 

Outdoor vehicle and equipment 

washing areas 

 

Yes  No   N/A 
 

5 

Waste handling and disposal areas 

 

 

Yes  No   N/A 
 

6 

Erodible stockpiles (coal, 

Agremax) 

 

Yes  No   N/A 
 

 

 

7 

Non-stormwater/ illicit 

connections 

 

Yes  No   N/A 
 

8 

Dust generation and vehicle 

tracking 

 

Yes  No   N/A 
 

9 

Water Treatment Area 

 

 

Yes  No   N/A 
 

10 

Power Block Area 

 

 

Yes  No   N/A 
 

11 

Administration Building Area 

 

 

Yes  No   N/A 
 

12 

2 Million- gallon and 18 Million- 

gallon Pond Area 

 

Yes  No   N/A 
 

13 

 
Marine Dock Area Yes  No   N/A 

 

14 Stormwater Sample Point 001 Yes  No   N/A 
 

15 Stormwater Sample Point 002 Yes  No   N/A 
 

16 Stormwater Sample Point 003 Yes  No   N/A 
 

17 

Run-on storm water conveyance 

system 

 

Yes  No   N/A 
 



AES Puerto Rico, LP 
Storm Water Pollution Prevention Plan 

 Area/Activity Controls Adequate 

(appropriate, effective, 

and operating)? 

Corrective Action Needed or Completed and 

Notes 

 

18 
Run-off storm water conveyance 

system 
Yes  No   N/A 

 

 

 

19 Process water conveyance system Yes  No   N/A 
 

 

 

20 CDS/ESP Area Yes  No   N/A 
 

 

 

21 
Polymer application at 2 MM- 

gallon pond area 
Yes  No   N/A 

 

 

 

22 
18 MM-gallon Pond Transfer 

Pumps 
Yes  No   N/A 

 

 

 

23 Coal Crusher Building Yes  No   N/A 
 

 

 

24 Portable Toilets Yes  No   N/A 
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Storm Water Pollution Prevention Plan 

Non-Compliance 

Describe any incidents of non-compliance observed and not described above: 

 

 

 

 

 

 

 

Additional Control Measures 

Describe any additional control measures needed to comply with the permit requirements: 
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Corrective Action Documentation – 2nd Quarter 2016 

 
 

Corrective Action #1 
 

Description of Condition:  The rip rap located at the south side of the facility (Gate #3) should be cleaned and 
improved in order to reduce potential erosion.   
 
Date:  April 1, 2016 
 
Immediate Actions: The CCP personnel were informed about the problem and coordinated corrective actions 
immediately.     
 
Actions Taken within 14 Days: The following actions were completed: 

 Different contractor’s quotations were obtained for evaluation. 

 Quotations were evaluated by the CCP personnel.  

 An external contractor was selected to complete the work. 

 
14 Day Infeasibility: This work will be performed by an external contractor and requires quotation evaluation by AES 
PR, coordination with internal personnel and aggregate stone delivery to plant.   
 
45 Day Extension: N/A  
 
Date Completed: May 16, 2016 
 

                            
 

 
 

Instructions: 

Within 24 hours of becoming aware of a condition identified in Parts 4.1 or 4.2 of the 2015 MSGP, document the 
existence of the condition and subsequent actions. Note that this information must be summarized in the annual 
report (as required in Part 7.5 of the 2015 MSGP). 
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Corrective Action #2 
 

Description of Condition:  Wheel washer exit road needed improvements.   
 
Date:  April 1, 2016 
 
Immediate Actions: The CCP personnel were informed about the problem and coordinated corrective actions 
immediately.   
 
Actions Taken within 14 Days: The following actions were completed: 

 The scope of project was determined. 

 Different contractor’s quotations were evaluated. 

 The ash removal and truck traffic were temporary suspended in the area until termination of road 
amendments. 

 
14 Day Infeasibility: This project requires installation of asphalt on the wheel washer exit road and other selected 
areas. This involves capital investment and coordination with the CCP operational area in order to not affect regular 
operations. 
 
45 Day Extension: N/A  
 
Date Completed: May 16, 2016 
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Corrective Action #3 
 

Description of Condition:  The concrete berm used to divert stormwater toward grating at the softener area was 
damaged. A notification (#10004549146) was made in order to coordinate reparation.   
 
Date:  May 26, 2016 
 
Immediate Actions: Operations personnel were informed about the problem and coordinated corrective actions 
immediately.   
 
Actions Taken within 14 Days: The following actions were completed: 

 The scope of project was determined. 

 A plant external contractor’s proposal was requested. 

 

14 Day Infeasibility: This work will be performed by an external contractor and required evaluation, selection and 
coordination.  
 
45 Day Extension: N/A  
 
Date Completed: June 13, 2016 
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Corrective Action #4 
 

Description of Condition:  The automatic sampler “sunkeeper” and water sensor cable must be replaced. A 
notification was made in order to coordinate the work. Notification: #1000461154. 
 
Date:  May 26, 2016 
 
Immediate Actions: Instrumentation / Electrical personnel were informed about the problem and coordinated 
corrective actions immediately.   
 
Actions Taken within 14 Days: N/A 

14 Day Infeasibility: N/A 
 
45 Day Extension: N/A 
 
Date Completed: June 8, 2016 
 
 
 
 

 


